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# KEY NOTES:
1. EMERGENCY POWER BUS.

2. DISCONNECT AND PULL BACK THE INCOMING EMERGENCY POWER
CONDUCTORS TO ALLOW FOR THE DEMOLITION OF CC-MCC-A.

3. IDENTIFY AND DEMOLISH THE CONDUCTORS (2 PER PHASE) FROM
THE EMERGENCY POWER BUS TO THE ATS IN CC-MCC-A. THE
CONDUCTORS FOR THE ATS IN CC-MCC-B CAN BE PROTECTED AND
REUSED.

# KEY NOTES:
1. DEMOLISH CC-MCC-A.

2. DEMOLISH THE AUTOMATIC TRANSFER SWITCH IN CC-MCC-B.

3. EMERGENCY POWER BUS.

4. EMERGENCY POWER ENTERS SECTION 4 OF CC-MCC-A AND RUNS
TO THE EMERGENCY POWER BUS. THE EMERGENCY POWER BUS IS
DOUBLE TAPPED AND PROVIDES EMERGENCY POWER TO BOTH
AUTOMATIC TRANSFER SWITCHES.

5. THE CONDUITS TO UTILITY WATER PUMPS UWP-3313 AND UWP-3311
ARE IN SECTION 2 OF CC-MCC-A.

6. DEMOLISH THE ATS CONTROL WIRING BETWEEN CC-MCC-B AND
PCM-3300. THE CONTROL WIRING RUNS THROUGH CC-MCC-A.
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